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T

he East Greenbush Central School District (EGCSD) encompasses approximately 78
square miles in New York’s Capital Region. As of 2004, about 5,000 students were
enrolled in its seven schools. In addition, Adult Continuing Education and Community
Education programs attract over 2,000 residents to District facilities annually. EGCSD
employs 600 people on a full- and part-time basis.
The total square footage of the seven schools and the District’s bus garage is about 754,000
square feet. EGCSD buildings are varied in their design and age but are predominately one-story
structures. The District spends $816,000 for electricity and $290,000 for boiler fuel annually.
EGCSD retrofitted the majority of its facilities with energy-efficient equipment, but sought
to identify further no-cost and low-cost electricity saving measures. District officials contacted
the New York State Energy Research and Development Authority (NYSERDA) and took part
in the New York Energy $martSM FlexTech Program.

Recommendations
EME Group, a pre-qualified FlexTech contractor, identified six district-wide low-cost, no-cost
energy conservation measures that could save EGCSD an anticipated $47,000 annually. Many
of the recommendations are for periods when instructional staff and students do not occupy the
buildings. The simple payback for installation of the recommendations is under one year.
Energy-saving measures quantified and recommended, along with anticipated annual savings
included:
•

Turning off lights in classrooms when students are not present. Cost/benefit of
occupancy sensors to accomplish this task was also reviewed - a $4,500 savings

•

Setting computers to “sleep” mode when not in use - a $1,500 savings

•

Reducing the use of air conditioning when buildings are unoccupied - a $500 savings

•

Minimizing building set-point temperatures during unoccupied times - a savings
of $19,000

•

Reducing the use of exhaust fans during unoccupied hours - a savings of $2,800

•

Reducing hot water boiler temperatures - a savings of $3,300

In addition, the report provided more energy-saving measures that had a capital cost associated
to them. These included replacing lighting and exit lighting fixtures with energy-efficient
alternatives, replacing window air conditioning units with premium efficiency units, and boiler
efficiency measures.

Results
The FlexTech study provided EGCSD a report that helped it reduce operating expenses
through decreased energy consumption. Total cost of the study was $20,500 and NYSERDA
provided $10,250. The customized report detailed how to save approximately $50,000 in
annual energy costs.

For more information about these services, contact NYSERDA
toll free 1-866-NYSERDA, locally (518) 862-1090,
or e-mail: info@nyserda.org
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