
FlexTech IAQ 
Indoor Air Quality

Manhattan Commercial Office Tenant

Building Owner:  
Manhattan Commercial 
Office Tenant

Region: New York City

Number of Buildings: 1

FlexTech Consultant: 
Syska Hennessy Group

Sector: 
Commercial Real Estate

Square Footage: 
186,000 sq.ft.

Pre-COVID Condition: 
•  Filters: MERV 8

•  Ventilation: Air Handling
Units with Variable
Frequency Drives

•  Outside Air:
Approximately
27,000 CFM

Study Overview
NYSERDA funded this energy efficiency indoor air quality study that identified the energy use 
associated with the ASHRAE Epidemic Task Force (ETF) Building Readiness guidance1 HVAC-
related measures aimed at preventing the risk of COVID-19 infection that are feasible at the 
building. Additionally, the study investigated alternate opportunities that were more energy 
efficient, yet equally risk adverse from an indoor air quality perspective, as the ASHRAE 
guidance measures.

Measures Evaluated

Measure Name
Measure 

Status
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Cost 
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ASHRAE Epidemic Task Force (ETF) Guidelines Measures Evaluated

Portable HEPA Air Cleaners 
in High Traffic Zones on a 
Schedule

Not Recommended -17,467.8 0 -$2,620 $63,893

Portable HEPA Air Cleaners 
in All Occupied Zones

Not Recommended -30,311.8 0 -$4,547 $144,700

Portable Humidifiers in High 
Traffic Zones

Recommended -4,351.0 0 -$653 $1,117

MERV 13 in Secondary 
Fan Coil Units

Recommended 0.0 0 $0 $450

Totals: -52,130.6 0 -$7,820 $210,160

Energy Efficiency Package Measures Evaluated

Permanent Ceiling Air 
Scrubbers in All Occupied 
Zones

Not Recommended -56,224.6 0 -$8,434 $175,220

Permanent Ceiling Air 
Scrubbers in High Traffic 
Zones with Occupacy Sensors

Recommended 3,651.7 0 $548 $117,230

UVGI in Secondary Units for 
Cooling Coil and Filter cleaning

Recommended -131.4 0 -$20 $3,520

Recommended Measures Totals: 3,520.3 0.0 $528 $120,750

• All energy use and energy cost values are presented on an annual basis

• Negative values represent increased use/cost

•  The Energy Efficiency Package Measure savings are presented with the ASHRAE ETF Guidelines Measures
Totals as the baseline

1  The ASHRAE ETF guidance used for this study was based on one or more of the following document versions: 
Building Readiness v.5-21-2020, Commercial v.4-20-2020, Schools & Universities v. 5-5-2020, Healthcare v. 
6-17-2020, Filtration & Disinfection v. 5-27-2020, ERV Practical Guide v. 6-9-2020



Key Notes 
 ■ Permanent ceiling hung air scrubbers equipped with HEPA filters, Ultraviolet Germicidal Irradiation, and occupancy 
sensors that are installed in high-traffic zones use slightly less energy and have increased cleaning effectiveness than 
portable air cleaners that are operated on a schedule. 

 ■ It is most cost and energy efficient to focus zone-level air cleaning technologies in high-occupancy zones or spaces  
with poor air quality. 

 ■ MERV 13 filters are recommended for the secondary fan coil units that are rarely operated.
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The NYSERDA Flexible Technical Assistance (FlexTech) Program
Through the FlexTech Program, NYSERDA provides cost-sharing for objective, site-specific, and targeted studies on how to 
best implement clean energy and energy efficient technologies. A NYSERDA-approved FlexTech Consultant will work with 
customers to complete an energy study and provide expert, customized services and information.

See the results of other Energy Efficient Indoor Air Quality Pilot Studies. Visit nyserda.ny.gov/FlexTech/IAQ
NYSERDA nor any of its contractors, including FlexTech consultants, are responsible for assuring that the design, engineering and construction of the project 
is proper or complies with any particular laws (including patent laws), codes, or industry standards. NYSERDA does not make any representations of any kind 
regarding the results to be achieved by the Project or the adequacy or safety of such measures. NYSERDA does not endorse, guarantee, or warrant any 
particular manufacturer or product, and NYSERDA provides no warranties, expressed or implied for any product of service.

COM-FT-iaqsyskaman-cs-1-v2  2/24

http://www.nyserda.ny.gov/FlexTech/IAQ

